
V 

Stage 1 Press ENG 

SW to Enter 

Engineers Mode 

Stage 2 Use Down Key Until Isolate Sensor  

Appears on Display and Press Enter 

Use Cycle Key Until the Sensor you wish to 

Isolate appears on Display 

Use Down button to toggle [N] to [Y] 

Press Enter Then use Up Button until you 

come to Exit, Press Enter 

Panel will restart , saving a Hex Decimal 

Value to Eeprom and then into operation 

mode. 

You can then re-enter ENG SW mode and 

scroll down to Print Setup, Press Enter, 

Toggle [Y] and enter and a printout with the 

system settings will print for your records. 

Tear up against the cutter on the printer, 

once printed Go up the menu to Exit and it 

will go back to operational mode with the 

sensor isolated. 


